
TYAD Regulation No. 385-1

APPENDIX A


DA Form 4753, Notice of Unsafe or Unhealthful Working Conditions


NOTICE NO. OF 

UNSAFE OR UNHEALTHFUL 

WORKING CONDITION 
(DO NOT REMOVE NOTICE UNTIL CONDITION IS ABATED) 

For use of t  his form, see AR 385-10; t he proponent agency is Of f  ice of The Inspect or General. 

7. RECOMMENDED ABATEMENT PROCEDURES 

8. ADDITIONAL INFORMATION CONCERNING THIS VIOLATION CAN BE OBTAINED FROM 

TELEPHONE NO. 

1 

1. UNIT INSTALLATION 
D . D . T . P  . 

2. OFFICIAL IN CHARGE OF WORKPLACE 
M r.  J  ohnath  an  D o w  e 

3. DATE OFINSPECTION 
03 SEP 199 8 

4. STANDARD VIOLATED 

5. LOCATION OFVIOLATION 
Wha rehouse  25  / Bay 8 / Electrical Room 

6. DESCRIPTION OF UNSAFE OR UNHEALTHFUL CONDITION 

There is steam leaking from  a  high  pressure steam line and it is encom pa ssing th  e electrical control pane l of  freight elevato r #  3  . 

a .  m 

1 .  ecure  the el  eva tor  . 
2 .  pen el ectricval  room doo r to  v  ent  re  sidual steam. 
3 .  r repl  ace th e app r  opriat  e steam line. 

b .  Abateme nt  shoul  d be completed by 

0 4  O c  tob  er 1998 

M r .  F r a  nk S w art  z 8 2 1  -7356 

Inter i  

S 
O 
Repair  o  

Fina l :  
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